Red Weather Proof Strobe Light
,/ installed in a vertical position above
the alarm bell

m - Federal Model 131 DT/DST
‘ or
J:L_D—‘ Whelén Model ISB120

LAt

/
(

-\——10" Alarm Bell

| - L

\——— Exterior Wall———/

City Water Main—\ Fire Hydrant

)

e

/— Underground Loop

® X ® X Xe .
\f Sprinkler Riser Fire Pump — }LJ
+ (Typical) : Fire Pump Room —”

Portected Building

sX | X | oX

X = Required Notification Device Location

Scale: Not to Scale Notification Device Location Details Approved By:
Date: 12/17/2007 Ordinance # 180-16 K . Fire Chief Paul Guilbert
DraWn Byf M.D. Village of Pleasant Prairie Drawing Number;

Fire & Rescue Department

Revised: ' 8044 88th Ave g | , .
Pleasant Prairie Wi. 53158 —
262-694-8027

Revised:

% Fire Safety Consultants, Inc. 2420 Alft Lane, B100 Elgin, lifinois. 60124 Ph: 847-687-1300 Fax: 847-687-1310 §



croepke
Typewritten Text
ISB120




